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Abstract— In recent years various harmonic disturbances 

occur in power lines, mainly due to the nonlinear loads such 

as electrical machines, static power converters, and electric 

arc furnaces. Due to wide application of non-linear loads and 

electronic equipment’s in distribution system, the problem of 

power quality has become serious. This equipment can cause 

high disturbances in the power supply system. Effect of 

harmonic current and voltages in the power system affects 

the instruments connected to same power system. Shunt 

Active Power Filter (SAPF) is the popular and efficient 

solution to reduce these harmonics. SAPF can overcome 

voltage sag, eliminate harmonics and improves power factor. 

SAPF reduces total harmonic distortion (THD) to acceptable 

level. Reference current generation is the heart of APF. In 

this paper we concentrate on design of Shunt Active Power 

Filter (SAPF) by using STF method and IRP method to 

mitigate the harmonics. Here we use MATLAB/Simulink to 

obtain the result. 
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I. INTRODUCTION 

In recent years, there has been an increased emphasis and 

concern for the quality of power delivered to factories, 

commercial establishments, and residences. This is due to 

the increasing usage of harmonic-creating non-linear loads 

such as adjustable-speed drives, switched mode power 

supplies, arc furnaces, and electronic fluoresce lamp. This 

mainly leads to harmonic disturbances in power lines. Also 

power electronic equipment’s for human Comfort plays 

major role in it. Although these power electronic 

equipment’s make our life convenient, it injects lot of 

harmonic current to the supply system and affects power 

factor. Conventionally, passive LC filters have been used to 

eliminate line current harmonics and thereby increase the 

load power factor. Tuned passive filters are very effective 

for the elimination of specific harmonic components but has 

some drawbacks, such as 

 Fixed Compensation, 

 Resonance 

 Huge size 

 Voltage regulation 

They may cause series and load resonances in the 

system Also its performance depends on load, it gets 

affected significantly due to the variation in the filter 

component values, filter component tolerance, source 

impedance and frequency of ac source [1]. Shunt Active 

Power Filter (SAPF) is the effective solution to these 

problems. Active Filters can be designed to achieve 

following goals [2]: 

 Harmonic Compensation 

 Harmonic Isolation 

 Reactive power compensate 

 Voltage regulation 

Out of three system based configurations of APF; 

here we are interested in Shunt Active Power Filter (SAPF). 

The Active filters overcome the problem occurring in the 

passive filter. Major Advantage of Active Filter over Passive 

Filter is that it can be controlled to compensate harmonics 

such that Total Harmonic Distortion (THD) lower than 5% 

at the PCC can effectively be achieved. SAPF is shown in 

fig1.The reference current generation is like heart for APF. 

 
Fig. 1: Basic structure of SAPF 

In this paper to mitigate harmonics created due to 

non-linear load a reference current generation using STF 

method is presented. Finally simulation results are 

presented. 

II. REFERENCE CURRENT GENERATION USING SRF 

The load currents, iLa, iLb and iLc of the three-phase three-

wire system are transformed into the αβ axis (see Fig. 3) as 

follows by using equation 

 
As known, the currents in the α-β axis can be 

respectively decomposed into DC and AC components by 

using equations (1) and (2) 

iα = îα + ĩα     (1) 

iβ = îβ + ĩβ     (2) 

Then, the STF extracts the fundamental 

components at the pulsation ωc directly from the currents in 

the α-βaxis. After that, the α-β harmonic components of the 

load currents are computed by subtracting the STF input 

signals from the corresponding outputs (see Fig. 3). The 

resulting signals are the AC components ĩα and ĩβ, which 

correspond to the harmonic components of the load currents 

iLa, iLb and iLc in the stationary reference frame. For the 

source voltage, the three voltages Vsa, Vsb and Vsc are 

transformed to the α-β reference frame as following 

equation (3): 
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[
𝑉𝛼
𝑉𝛽

] = √2/3 [
1 −1/2 −1/2

0 √3/2 −√3/2
] . [

𝑉𝑠𝑎
𝑉𝑠𝑏
𝑉𝑠𝑐

]      (3) 

Then, we applied self-tuning filtering to these α-β 

voltage components. This filter allows suppressing of any 

harmonic component of the distorted mains voltages and 

consequently leads to improve the harmonic isolator 

performance. After computation of the fundamental 

component 𝑣 𝛼𝛽and the harmonic currents îαβ, we calculate 

the p and q powers as follows: 

p =vα∙iα + vβ∙iβ3.     (4) 

q =vα ∙iβ - iα∙vβ3.     (5) 

Where, p = Instantaneous Active Power = 𝑝 + 𝑝 

q = Instantaneous Reactive Power = 𝑞 + 𝑞 

Where α, β are fundamental components & p, q  are 

alternative components. The power components 𝑝 𝑎𝑛𝑑 𝑞 are 

related to the same α-β voltages and currents can be written 

as follows in equation 

[
𝑝
𝑞] =  [

𝑉α 𝑉𝛽
−𝑉𝛽 𝑉α

] ∙ [
𝑖α
𝑖𝛽

] 

After adding the active power Pc required for 

regulating DC bus voltage to the alternative component of 

the instantaneous real power𝑝 , the current references in the 

α-β reference frame i*αβ are calculated by following 

equations 

𝑖𝛼∗ = 𝑖 𝛼+𝑉 𝛼𝑉 𝛼2+ 𝑉 𝛽2𝑃𝑐      (7) 

𝑖𝛽∗= 𝑖 𝛽+𝑉 𝛽𝑉 𝛼2+ 𝑉 𝛽2𝑃𝑐      (8) 

References obtained from equations (7) and (8) 

include two terms, the first term contains the harmonic 

current components and the second one is a fundamental 

current component in phase with the supply voltage. 

Consequently, a small amount of active power is absorbed 

from or released to the DC capacitor so as to regulate the 

DC bus voltage. Then, the filter reference currents in the a–

b–c coordinates are defined by following equation (9) 

[

𝑖𝑓𝑎
∗

𝑖𝑓𝑏
∗

𝑖𝑓𝑐
∗

] = √
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2
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2
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This how reference currents are obtained using Self 

Tuning Filter Method. These reference currents further used 

for PWM pulses generation. 

III. SIMULATION BLOCK DIAGRAM FOR SRF METHOD 

 
Fig. 4: Simulation Block diagram for SRF 

The figure shown below gives the shunt active power filter 

system simulated in MATLAB/Simulink. This system is 

consist of three phase balanced source supplying diode 

bridge rectifier feeding R-L load. This load draws a highly 

nonlinear current rich in harmonics with a substantial 

reactive power requirement. A three phase, VSI-based shunt 

AF is connected to the system for reactive power 

compensation and harmonics elimination. This SAPF model 

is simulated with the above described IRP (p-q), SRF and 

PF based theories. Simulation models for these theories that 

are inconsistent with the control schemes are describe here 

IV. REFERENCE CURRENT GENERATION USING IRP 

IRP theory was first introduced by Akagi in 1983. It is now 

widely used to estimate compensating signals. It is also 

known as Clark Transformation for three phase current and 

voltages [2]. This method is based on transformation of 

three phase voltage and current signals into αβ0 stationary 

reference frame. In this method, first three phase voltages 

and currents are converted into αβ0 using following 

equations [2], 

𝑖αβ    = √2/3 [

1 −1/2 −1/2

0 √3/2 −√3/2

1/√2 1/√2 1/√2

] . 𝑖𝑎𝑏𝑐 

𝑉αβ = √2/3 [

1 −1/2 −1/2

0 √3/2 −√3/2

1/√2 1/√2 1/√2

] . 𝑉𝑎𝑏𝑐 

Active and reactive power for three phase system 

can be given as following equations (3) and (4), 

p = vα∙iα + vβ∙iβ           (3) 

q =vα ∙iβ - iα∙vβ            (4) 

Matrix form of the above equations can be given as 

eq. (5), 

[
𝑝
𝑞] =  [

𝑉α 𝑉𝛽
−𝑉𝛽 𝑉α

] ∙ [
𝑖α
𝑖𝛽

]  (5) 

Active and reactive power can be separated in two 

parts i.e. AC and DC as following equation (6) and (7) 

p = 𝑝̅ +  𝑝        (6) 

q = 𝑞̅ +  𝑞̃        (7) 

In order to get DC part of active and reactive 

power, p and q signals need to be passed through low pass 

filter. It will filter out high frequency components and will 

give expected signals i.e. fundamental part. As per p-q 

theory, active power is given by DC part of α-β reference 

current, it can be given as following equation (8), 

iαβ*=   
𝑉𝛼

𝑉𝛼2+𝑉β²
 

[
𝑉𝛼 𝑉𝛽

−𝑉𝛽 𝑉𝛼
] [

𝑝
𝑞] 

Further, actual three phase reference currents can 

be given as following equation (9) 

iabc*= √2/3 

[

1 0

−1/2 √3/2

−1/2 −√3/2

] iαβ*(9) 

These currents square measure compared with 

supply currents and obtained error is processed through PI to 

get reference current for APF. IRP theory has advantage that 

obtained basic elements of active and reactive power square 

measure DC quantities. As these signals square measure DC 

quantities, α-β reference frame is unaffected by any part 

shift introduced by low pass filter. 
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V. SIMULATION DIAGRAM FOR IRP TECHNIQUE 

The figure four shown below provides the shunt active 

power filter system simulated in MATLAB/Simulink. This 

technique is contains 3 part balanced supply provision diode 

bridge rectifier feeding R-L load. This load attracts a 

extremely nonlinear current wealthy in harmonics with a 

considerable reactive power demand. a 3 part, VSI-based 

shunt AF is connected to the system for reactive power 

compensation and harmonics elimination. This SAPF model 

is simulated with the higher than delineated IRP (p-q), STF 

and PF primarily based theories. Simulation models for 

these theories that square measure inconsistent with the 

management schemes square measure describe here. 

 
Fig. 5: Simulation Block diagram for IRP 

VI. SIMULATION RESULT FOR SRF METHOD 

The proposed system is simulated in MATLAB/Simulink 

along with the control technique proposed in figure 2 and 3. 

The system is simulated in MATLAB/ Simulink having 

phase to phase 400v, and frequency of 50 Hz. along with 

control technique, nonlinear load and gate pulse generation. 

SAPF is connected to supply system through very small 

coupling inductor. The simulation is performed on three 

phase balanced nonlinear load; as a result of this following 

results are obtained. 

 
Fig. 6: Source voltage of phase A 

 
Fig. 7: Source current before compensation 

 
Fig. 8: Source current after compensation 

The load current for phase A is obtained as fallows 

in figure 8. Also filter current for phase A is obtained as 

fallows in figure 10, 

 
Fig. 9: Load Current for phase A 

 
Fig. 10: Filter current for phase 

VII. SIMULATION RESULT FOR IRP TECHNIQUE 

The planned system is simulated in MATLAB/Simulink at 

the side of the management technique planned in figure a 

pair of and three. The system is simulated in MATLAB/ 

Simulink having section to section 400v, and frequency of 

fifty Hz. At the side of management technique, nonlinear 

load gate pulse generation. SAPF is connected to produce 

system through terribly little coupling inductance. The 

simulation is performed on 3 section balanced nonlinear 

load; as a results of this following results are obtained. 

 
Fig. 11: Source voltage of phase A 

 
Fig. 12: Source current before compensation 

 
Fig. 13: Source current after compensation 

The load current for phase A is obtained as fallows 

in figure .Also filter current for phase A is obtained as 

fallows in figure. 

 
Fig. 14: Load Current for Phase A 

VIII. COMPARISON OF SIMULATION RESULT 

  
IRP Method SRF Method 

Harmonics 

Order 

Pha

se 

Harmo

nics 

Thd 

Content 

Harmo

nics 

Thd 

Content 
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Content Content 

3RD 

Harmonics 

A 0.05% 3.20% 2.25% 4.82% 

B 0.16% 3.07% 2.09% 4.82% 

C 0.13% 3.11% 1.35% 4.74% 

5RD 

Harmonics 

A 0.34% 3.20% 1.61% 4.82% 

B 0.49% 3.07% 1.69% 4.82% 

C 0.47% 3.11% 0.55% 4.74% 

7RD 

Harmonics 

A 0.40% 3.20% 0.57% 4.82% 

B 0.32% 3.07% 0.37% 4.82% 

C 0.38% 3.11% 0.13% 4.74% 

Table 1: THD of the given by IRP method is found to be 

4.89% 

 
Fig. 15: TDH SYSTEM IRP 

THD of the given by self-tuning filter method is 

found to be 4.82 % 

 
Fig. 16: TDH SYSTEM STF 

From the above discussion It has been observed 

that APF based on p-q theory partially eliminate negative 

and zero sequence components. The performance of the 

system using d-q current method is comparable with that of 

STF and APF shows supremacy in achieving three balanced 

current sinusoids in phase with the supply voltages. 

IX. CONCLUSION 

In this paper reference current generation techniques are 

studied for performance analysis of shunt active power 

filter. The harmonic content. within the facility are studied 

in shunt active power filter is connected. The results are 

analyses considering the doctorate. In IRP theory is reduced 

a harmonics level to 2.91 %. In STF theory is reduced a 

harmonics level to 4.89 %.The advantage of IRP  theory is 

that during this case there's no demand of filter for 

elimination of ac part and this theory may be employed in 

steady state and transient state. . Thus from higher than 

analysis we will see that the IRP theory is most effective and 

may cut back a lot of harmonic distortion from the system. 

Blessings of IRP theory ar that it's straightforward to 

implement, less mathematical calculations. IRP or p-q 

theory will effectively and expeditiously be wont to 

management shunt active power filters. 
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